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APACS Hardware

Hardware

1. ACM reliability 30 years MTBF

2. Conformal coated

3. Thermally shocked

4. Experience excellent

5. Redundant power supplies

Module Types

1. ACM, Advanced Control Module, processor, battery, memory

2. RTM, Resistance Temperature Module, three wire resistance for industrial RTD’s
3. SAM, Standard Analog Module, 4-20 mA input or output

4. VIM, Voltage Input Module, +/- 10 VDC to 0.1 VDC ranges

5. SDM, Standard Discrete Module, 24 VDC input or output

6. ODM, Output Discrete Module, 120 VAC output

7. EAM, Enhanced Analog Module, freq, mA, Volts, input or output

E907 Gas Hardware needs

1. SAM, existsat BTEV Test

2. VIM, one needed

3. SDM, half of one needed, Btev Test needs half as well
4. RTM, one needed
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APACS Software

|EC 1131-3 languages

L adder

Sequential Function Blocks

Structured Text

Function Blocks

Safety Matrix (not available at Btev Test)

akrwdpE

Edited on line, real time results
Self-Saving

Constant speed execution
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|ntellution

SCADA, Supervisory Control and Data Acquisition

Connectsto controller via proprietary card, GPIB, OPC

Can sharereal time datavia DDE, ODBC, or custom file transfers
Full operator interaction

VIEW

Full operator interaction

Can collect historical data

CLIENT

Read only

WEBSERVER

Converts pictures to JPG

Does not support historical data

Example, http://131.225.236.20:3000/fixpics CDM S/nitrogen.htm
HISTORIAN

not presently purchased

could be used for faster data rates and a variety of output formats

oas
Convey datato people quickly
Collect historical data
Send commands to the controller
Unit conversions
Same look from any location
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End Plug Rack Picture
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